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SECTION 2.0 - LETTER OF INTENT

\ 2.1 The Letter of Intent Process

8§2.1.1 Letter of Intent Form:

The first step required for any commercial or
residential development project is to file a Letter of
Intent. This request shall be submitted on MPW'’s
Standard Letter of Intent Request Form, which can
be found in Section 4.0 - Commercial
Development or 5.0 - Residential Development.

§2.1.2 MPW Response to the Letter
of Intent (Figure 2.1)

1. MPW will generally not provide service to a
proposed development that is not in
compliance with the Town of Mount Pleasant
Comprehensive Plan, as may be amended
from time to time.

2. For developer’s requiring only a “Proof of
Coordination” letter for an Impact Assessment
Report, the Developer's engineer will be
required to submit a completed Letter of Intent
form; a Utility Master Plan; and any additional
supporting documentation in accordance with
the Town of Mount Pleasant Impact
Assessment requirements.

3. The Master Plan shall include layout of all lots
including phase lines and proposed water and
wastewater systems. If multiple pump stations
are shown in the plan, the engineer shall
submit alternative designs minimizing pump
stations for MPW’s review.

4. If MPW, upon review of the Letter of Intent,
decides that a project is of sufficient
magnitude to require a preliminary plan or
conceptual utility plan, MPW may require
submittal of two (2) sets and one electronic
copy of the preliminary plan.

5. Any project, where no Developer action has
been taken within six months after MPW's
response to the Letter of Intent, will be
removed from active status.

6. Properties Located within the Town of Mount
Pleasant:

a. Properties with service already available:
MPW will normally provide a written
response to the Letter of Intent within ten
(10) working days of receipt of the
Developer’s Letter of Intent. At that time,
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MPW will brief the Developer on the
requirements for, service.

b. Properties requiring system extensions: A
preliminary plan must be included with the
Letter of Intent. ~MPW will normally
provide a written response within fifteen
(15) days of receipt of the Developer’s
Letter of Intent and preliminary plan. At
that time, MPW will brief the Developer on
the availability of, and the requirements
for, service.

Properties Located outside of the Town of
Mount Pleasant: MPW will provide a written
response to the Letter of Intent in accordance
with the process outlined below:

a. Water Service (Wastewater not available):
" Properties  with  service already
available: MPW will normally provide
a written response to the Letter of
Intent within ten (10) working days of
receipt of the Developer's Letter of
Intent. At that time, MPW will brief the
Developer on the requirements for,
service.
= Properties requiring system
extensions: A preliminary plan must
be included with the Letter of Intent.
MPW will normally provide a written
response within fifteen (15) days of
receipt of the Developer's Letter of
Intent and preliminary plan. At that
time, MPW will brief the Developer on
the  availability of, and the
requirements for, service.

b. Water and/or Wastewater Service: MPW
will provide a written response to the
Letter of Intent in accordance with the
process outlined below:

MPW will forward the Letter of Intent to the
Town of Mount Pleasant to determine if
the property is contiguous to the Town,
and if it is in compliance with the Town’s
Comprehensive Plan:

1. Contiguous Property: For properties
that are contiguous, the Developer
must comply with § 51.004 of the
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Town’s Sewer Use Ordinance before
receiving wastewater service.
Non-Contiguous IN
Compliance with Town’s
Comprehensive Plan: MPW  will
provide a written response briefing the
Developer or its representative on the
availability of, and the requirements
for, service.

Property
the

Non-Contiguous Property NOT IN
Compliance with the Town’s
Comprehensive Plan:

a. MPW staff will meet with the

Developer and/or its
representative to discuss the
project.

b. MPW staff will coordinate a
meeting with the Developer and/or
its representative and the Town of

Mount Pleasant Planning
Department and/or Town of Mount
Pleasant Water Supply

Committee. As a follow up to the
meeting, MPW will request the
Town provide a written response
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stating whether the Town objects
or does not object to MPW
providing service, and why.

c. MPW staff may coordinate a
meeting with the Developer and/or
its representative, Town of Mount
Pleasant Planning Department
and Charleston County Planning
Department. As a follow up to the
meeting, MPW will request that
the Town and County provide
written responses stating their
positions regarding MPW
providing service to the proposed
project.

d. MPW’s General Manager may
meet with the Developer and/or its
representative.

e. Letter of Intent and
correspondence from Town and
County will be reviewed by the
Commissioners.

f.  Staff will issue its written response
to the Letter of Intent.

2.2

Determining Your Type of Development

MPW’s Guidelines for Development were formally adopted in 1990 and apply to both residential and
commercial development. Each development scenario is covered by this document. Please review the
following to determine which scenario applies to your project and proceed to that section.

§2.2.1 Commercial Development
(Section 4.0):

1.

Existing commercial business (already
connected to MPW’s water and/or wastewater
system);

Undeveloped property (vacant lot/out parcel)
with water and wastewater readily accessible;
and

Undeveloped property with no water and
wastewater infrastructure in place. Property
developer is responsible for all costs and
permitting involved in installing the water and
wastewater system.
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2.2.2 Residential Development
(Section 5.0):

1.

Undeveloped property with water and

wastewater readily accessible;

Existing residential home currently connected
to a private well and/or septic tank that wishes
to connect to the public systems or to
subdivide an existing parcel; and

Undeveloped property with no water and
wastewater infrastructure in place. Property
developer is responsible for all costs and
permitting involved in installing the water and
wastewater system.
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Figure 2.1 — MPW Letter of Intent Process
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1. MPW will meet with the Developer and/or their representative to discuss
the project.

2. MPW will coordinate a meeting with the Developer and/or their
representative and the Town of Mount Pleasant Planning Department
and/or Water Supply Committee.

3. MPW may coordinate a meeting with the Developer and/or their
representative; Town of Mount Pleasant; and Charleston County.

4. MPW’s General Manager may meet with the Developer and/or their
representative.

5. LOI and correspondence from Town and County will be reviewed by
Commissioners.

6. MPW will issue its written response to the Letter of Intent.

No
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Section 3.0 - Financial Requirements

\ Section 3.0 — Financial Requirements

3.1 Impact Fees
3.1.1 What are Impact Fees
3.1.2 How are Impact Fees Calculated
3.1.3 Assignment of Impact Fees

3.2 Summary of Required Fees
3.2.1 Fees Due Prior to a MPW “Conditional Permit” Being Issued
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Cancellation of a Project/Request for Refund of Fees
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Water Usage During Construction

Maintenance Bonds for Water and/or Wastewater
System Extensions

Additional Monitoring

Fees for Violations of Chapter 51 of the Mount Pleasant
Code of Ordinances
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3-1 SCDHEC Unit Flow Contributory Guidelines
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SECTION 3.0 — FINANCIAL REQUIREMENTS

\3.1 Impact Fees

8§3.1.1 What are Impact Fees:

Impact fees are charges assessed against new
development to recover capital costs that are
required to expand the water and wastewater
infrastructure. This allows recovery of the capital
costs for developing the new service directly from
the customers who will benefit from those
expenditures. Impact fees recover major capital
costs associated with expanding water and
wastewater facilities, including but not limited to
treatment plants, storage facilities, pumps and
distribution mains,  wastewater  collection,
transmission, pump stations, and other capital
equipment.

In keeping with MPW’s philosophy that growth

pays for growth, impact fees are reviewed
annually during the budget process. When
planning your project, you should contact MPW’s
Engineering Department or visits our website
www.mountpleasantwaterworks.com for the
current impact fee rates.

8§3.1.2 How are Impact Fees
Calculated:

MPW calculates impact fees based on the number
of Residential Equivalent Units (REUs) assigned
to the development. One REU is equal to 300
gallons per day. Calculations of REUs are based
on the definition of REU and the guidelines for
determining residential equivalency (Table 3.1).

Table 3.1 - Guidelines for Determining Residential Equivalency

Flows are divided by 300 gallons per day (GPD) to assign REU's (Except as Noted)

Residential Schools
Daycare/Kindergarten/Elementary
Single Family Lot = | 300 /Middle — per person = | 7
High School per person= | 10
Condominiums, Townhomes Laundries self-service
served by individual meters
Per Unit = | 300 Per Machine = | 400
Apartments, Condominiums Factories
served by master meter Each Employee (no showers) = | 25
Per Bedroom | 100 Each Employee (w/showers) = | 35
Each Employee (w/kitchen
facilities/showers) = | 40
Duplexes Hotels
Per Unit = | 300 Per Bedroom (no restaurant) = | 100
Bars: Motels
Each Employee = | 10
Each Seat (excluding restaurant) = | 20 Per Unit (no restaurant) = | 100
Food Service Operations Nursing Homes
Per Seat = | 40 Per Bed (no laundry) = | 100
Per Bed (with laundry) = | 150
Camps: Shopping Centers
Resort (luxury) = | 300
Per Travel Trailer Site = | 120 Per 1,000 sq. ft. (no restaurant) = | 200
Churches: Offices
Per Seat= | 3
Per Student in School = | 10 Per 100 sq. ft. = | 8

The standards shown in Table 3.1 are based upon
flow contributions evaluated in An Analysis of Unit
Contributory Loadings: Mount Pleasant
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Waterworks 1987 (REU Study). Each REU = 300
gallons per day. Additional categories are also
defined in the REU Study. Future updates of the
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REU Study may result in revisions to these
standards.

1. For projects other than single-family
residential subdivisions, impact fees for
undeveloped lots will be assessed at a

minimum of one REU per lot with additional
fees due prior to the issuance of building
permits.

2. Flow contributions calculated by these
guidelines may be reevaluated after 12-
months or full operation. Water usage capacity
may be reevaluated based on maximum three
month average over previous 12-months.
However, additional detailed information
relating to levels of business activity will be
required (Occupancy rate, meals served,
hours of operation, number of customers, etc.)

3. Those categories not covered by these
guidelines will utilize SCDHEC Unit Flow
Contributory Guidelines (Appendix 3-1). If a
category is not covered by either, or there is a
conflict, then MPW staff will assign flows
based upon best judgment.

4. Facilities not falling within the above listed
categories may submit actual flow information,
which may be accepted by MPW for
comparative purposes.

5. Existing facilities that did not pay impact fees
were grandfathered in and assigned capacity
in 1991 based on twelve months of historical
consumption data:

a. Where new ownership of such an existing
facility occurs, credit or existing assigned
capacity will be granted.

b. When improvement or expansion of such
facilities are planned, the policy will be as
follows:

The annual average consumption will be
used as a basis to calculate the increased
demand. Impact fees will be assessed on
the difference between the REU
assignment made in 1991 and the
anticipated demand after completion of
the improvements or expansion. Any
additional impact fees due must be paid
prior to the issuance of a building permit.

8§3.1.3 Assignment of Impact Fees:

1. REUs are not a transferable asset and are
paid for and assigned to a specific piece of
property. MPW will not allow the transfer of
REUs (impact fees) between locations within
its service area.

2. Further subdivision of a parcel may result in
the transfer of assigned impact fees. The

Guidelines for Development
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number of units transferred will be at the
direction of the property owner and will be
done in writing. Should impact fees not be
legally transferred with the property, the
property is not considered to have capacity
assigned to it. Transfer of impact fees can
only occur with the transfer of property and
should be included in the Ilegal
document/deed. These documents shall
receive the written approval of MPW prior to
validation.

If total nominal water consumption for the
maximum quarter of any 12 month period for a
property connected to MPW'’s water and/or
wastewater system reflects usage of the water
and/or wastewater systems that is 27,600
gallons or more than the allowable flow for the
number of REUs for which impact fees have
been paid or which were assigned to the
property, MPW will charge additional water
and wastewater impact fees. When additional
impact fees are charged, a proportionate
share of the total amount to be charged will be
billed to the customer monthly for a period not
to exceed twelve (12) months.

Additional impact fees will be assessed for any
construction or change in the use of a property
that increases the use of the water and/or
wastewater systems beyond that previously
approved by MPW or beyond that for which
impact fees have already been paid. The
amount of the additional impact fees will be
based on the impact fees in effect at the time
of such construction or change in use and
must be paid to MPW prior to such
construction or change in use.

If a customer fails or refuses to pay additional
impact fees assessed by MPW, water and/or
wastewater service to the property may be
discontinued.

A monthly water and wastewater Basic
Facilities Charge must be paid for each REU
applicable to a property regardless of the
amount of water used during any month.

If a non-residential property uses less water
than allowed by the number of REUs that were
assigned to the property or for which impact
fees were paid, the property owner may apply
to MPW for a reduction in the REUs applicable
to the property in order to reduce the monthly
water and wastewater Basic Facilities Charge
that must be paid for each REU applicable to
the property. Except as provided in No. 8, if
REUs are reduced for a property, there will be
no refund of previously paid impact fees and
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usage of the water and wastewater systems
may not be increased thereafter without the
payment of additional impact fees.
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wastewater systems remains below the level
estimated for the assessment of impact fees.
The right to request a refund will expire on the
third anniversary of the payment of the impact

8. Unless MPW has made an extraordinary fees sought to be refunded.
investment to serve the property, a non-
residential property owner who has paid MPW will not charge water impact fees for
impact fees to MPW may request a partial installation of private fire lines connecting to the
refund of the actual fees paid if, after the first | water system.
full year of operation, use of the water and/or

3.2 Summary of Required Fees

The following outlines fees required of Developers,
contractors and new customers. A copy of the
latest rate schedule may be obtained from MPW'’s
website www.mountpleasantwaterworks.com or
from our Customer Services Department located
at the Operations Center, 1619 Rifle Range Road,
Mount Pleasant, SC.

8§3.2.1 Fees due prior to a MPW
“Conditional Construction Permit”
being issued (Permitting Fees):

1. Project Admin/Construction Inspection Fee.

2. Water and/or Wastewater Tap Fees.

3. Special Assessment (if applicable, are
normally charged on either a per acre or REU
basis).

4. Pump Station Fees (if applicable).

8§3.2.2 Fees due prior to MPW
accepting a system for operation and
maintenance (System Acceptance
Fees):

4. Reimbursement of expenses incurred by
MPW, including legal fees (if applicable).

5. Payment of water used during construction.

6. Fees and Administrative costs for violations of

Chapter 50 and 51 of the Mount Pleasant
Code of Ordinances (if applicable).

8§3.2.3 Fees due prior to MPW
providing service (New Service Fees):

These fees cannot be accepted until the systems
have been permitted for operation by the
SCDHEC and MPW'’s legal requirements have
been met.

1. New Account Fee.

Security Deposit.

Water Meter Connection Fee.

Wastewater Maintenance Fee (per service
tap).

Wastewater Tap Inspection Fee.

Backflow inspection fee (if applicable).

Grease trap inspection fee (if applicable).

2.
3.
4

No o

§3.2.4 Pump Station Fees:

1. Standby Emergency Generator Fee.
2. Pump Station upgrade costs for phasing

1. Wastewater Impact Fees. .

2. Water Impact Fee. (Refer to §1.3.2): Lump sum payment will be

3. Maintenance Bond (equal to 10% of the actual based on prevailing interest rate and shall
construction cost of the water and wastewater generate $4,500 per year, per pump station,
systems.) See §3.6 pertaining to Maintenance for maintenance.
bonds.

1.3 Cancellation of a Project/Request for Refund of Fees

1. If a project is cancelled, the project services requested by the applicant will also

administrative fee will be forfeited to cover
cost incurred by MPW up until the time the
project was cancelled. Further, the value of
any work already performed by MPW in order
to provide the water and/or wastewater
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be deducted from the amount to be refunded.

The right to request a refund of impact fees
will expire on the third anniversary of the
payment of the impact fees.
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3.4

Extension Cost Sharing

As a result of the review of construction
plans, MPW reserves the right to require
that wastewater and/or water lines be
increased in size and/or deepened to
accommodate future growth. Lines should
be sized to meet the Developer's minimum
needs and separately to meet MPW’s
proposed Master Plan.

The Developer's share will be the least
cost option. MPW, at its option, will pay
the Developer the price difference within
30-days from the date SCDHEC Operating
Permits have been issued.

For lines that are part of MPW’s Master
Plan and are included in the impact fee
calculation but are planned for some time

2. If MPW requires a Developer to increase in the future, the Developer will front the
the size or deepen the wastewater and/or total cost of the line. MPW will pay the
water lines, MPW will reimburse the Developer for the actual cost of the line
Developer. MPW will require bid prices for during the fiscal year when the line was
both line sizes and/or cost to deepen the originally scheduled in the Capital
line. The cost sharing formula is based on Improvement Plan (CIP), at no interest.
either:

Conditions specified under items 2 and 3
a. The bid price difference or; above must be written into the Developer’s
b. The proportionate capacity [cross contract. Water and Wastewater
sectional area of pipe 1 vs. cross Contracts will be modified to reflect
sectional area of pipe 2.] financial contributions to be made by
MPW.
3.5 Water Usage During Construction

All water used during construction will be metered and the developer billed at the current irrigation rate.
These fees must be paid before MPW will accept the system for operations and maintenance.
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3.6
Extensions

Maintenance Bonds for Water and/or Wastewater System

The purpose of the bond is to provide readily
available funds, which MPW may draw to make
corrections to system deficiencies in the event the
Developer fails to comply with paragraph 9 of
MPW’s Standard Water and/or Wastewater
Contracts.

The bond amount will be determined based on the
cost of the newly installed water and/or
wastewater system as shown on the Project
Completion Questionnaire completed by the
certifying engineer at the time of project closeout.
A maintenance bond equal to ten percent (10%) of
total construction and engineering costs of the
newly installed water and or/wastewater system
will be paid to MPW. The requirements for the
bond are as follows:

= The Developer shall post a cash bond up to
$20,000 and provide an Irrevocable Letter of
Credit for the balance.

» The Letter of Credit shall be for a period of 30-
months from the date the SCDHEC Operating
Permit was issued.

= The cash portion of the bond will be escrowed.

The Developer is liable for any/all repairs of
system deficiencies including repair of all facilities
damaged during phases of construction, paving,
drainage, and installation activities for a period of
24-months from the date the SCDHEC Operating
Permits are issued. MPW will notify the Developer
by certified letter listing any deficiencies noted
during the final bond inspection. Upon correction
of the system deficiencies by the Developer and
approval of the repairs by MPW, MPW will refund
the total bond amount to the Developer with
interest earned during the escrow period. In the
event the Developer fails to correct the
deficiencies within 30-days of notification from
MPW, the total bond amount will be forfeited by
the Developer and used by MPW to make the
necessary repairs to correct system deficiencies.

3.7 Additional Monitoring

If MPW believes that non-domestic wastewater is
being discharged in sufficient quantities or
strengths to warrant separate monitoring (to

ensure accurate billing and charges for
wastewater treatment), it may require the
discharger to implement pretreatment and

monitoring at their own expense.

Any customer who contends that a portion of his
water usage is not discharged as wastewater may
request and apply for permission to have an
additional meter installed. This meter shall be
dedicated to measurement of the water flowing
through the master meter that does not discharge
into the wastewater collection system, with the
following conditions:
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1. MPW s authorized to inspect and enter
facilities to ensure compliance;
2. If the installation of such a meter is

economically feasible for the user, MPW may
approve its use unless:

a. The discharge from such meter would be
in violation of federal and state laws and
regulations;

The use of the water is such that, in the
opinion of MPW, it could result in being
discharged into the wastewater system; or
Other alternative sources of water are
available and thus provide opportunities to
conserve potable water supplies.




Mount Pleasant Waterworks Guidelines for Development Fiscal Year 2011 Edition
Revised 1.17.2012 via Resolution 01-2012

3.8 Fees for Violations of Chapter 51 of the Mount Pleasant Code of
Ordinances

When illegal use of MPW’s system is discovered,
MPW will charge for the estimated value of the
water used and wastewater discharged, and the
administrative cost for processing the invoice. For
wastewater the Engineering Department Manager,
using engineering standards, will determine the
volume of unlawful discharge. In the case of an
illegal connection to a waterline or tampering with
a water meter, one of the following methods may
be used to determine fees due:

1. Connections into existing water lines: MPW
will charge full basic facility charges and
volumetric rates, assuming 100% capacity
use, from the time that the building
construction permit was issued.

2. Meter Tampering: The following charges will
be assessed:

a. Meters moved to a different located - $200
tampering charge plus the current
administrative fee;

b. Unaccounted for meters - Current meter
connection fee plus $200 tampering
charge and current administrative fee;

c. Damaged meters due to removal of the
meter box — Current meter connection fee
plus $200 tampering charge and current
administrative fee.

3. Repeat Offenders:

a. Will be required to schedule a hearing to
show why MPW should not pursue civil
action;

b. An escalating fee of $500 for each
repeated offense will be charged in
addition to fees assessed for the illegal
use of the system; i.e.:

1% Offense — Fee

2" Offense — Fee + $500

3" Offense — Fee + $1,000

4™ Offense — Fee + $1,500, etc.

[y Wy
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3-1 SCDHEC Unit Flow Contributory Guidelines



Appendix 3-1

South Carolina Department of Health and Environmental Control
Bureau of Water Pollution Control

Guidelines for Unit Contributory Loadings to Wastewater Treatment Facilities

The following are guidelines on the minimum design loadings for wastewater treatment facilities. These
guidelines will be used by the Bureau of Water Pollution Control in determining the average daily flow
(ADF) to be used on the Application for Permit to Construct a Wastewater Treatment or Collection System

(Item VI).

Type of Establishment (Hydraulic Loading) Gallons (Orggmc
Loading) Lbs.
Per Day BODs
(ADF) Per Day
Airport: (Per
Employee) 10 0.06
(Per 5 0.02
Passenger)
Apartments, Condominiums, Patio Homes: 3
Bedroom, 4 Persons Each (Per Person) 100 017
2 Bedroom, 3 Persons Each (Per Person) 100 0.17
1 Bedroom, 2 Persons Each (Per Person) 100 0.17
With Garbage Disposal Units (Per Apartment) 100 0.23
Assembly Halls: (Per Seat) 5 0.02
Barber Shop: (Per Employee)
Y 10 0.06
(Per Chair) 100 0.17
Bars, Taverns:
(Per Employee) 10 0.06
(Per Seat, Excluding Restaurant) 40 0.01
Beauty Shop: (Per Employee)
10 0.06
(Per Chair) 125 0.20
Boarding House, Dormitory: (Per Resident) 50 0.10
Bowling Alley: (Per Employee)
10 0.06
(Per Lane, No Restaurant, Bar, Lounge) 125 0.20

Camps:
Resort, Luxury (Per Person) 100 0.17 Summer (Per Person) 50 0.12 Day (With Central Bathhouse) (Per
Person) 35 0.10 Travel Trailer (Per Site) 175 0.28

Car Wash:
(Per Car Washed) 75 0.03

Churches:
(Per Seat) 3 0.02
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Type of Establishment

Clinics, Doctor’s Office:

(Per Employee)
(Per Patient)

Commercial Developments: See Projected Type(s) of
Establishments

Country Club, Fitness Center, Spa: (Per Member)

Dentist Office:
(Per Employee)
(Per Chair)

Factories, Industries:

(Per Employee)

(Per Employee, With Showers)

(Per Employee, With Kitchen)

(Per Employee, With Showers, Kitchen)

Fairgrounds: Average Attendance (Per Person)

Grocery Stores: (Per 1,000 sq. Ft. space, No Restaurant)

Hospitals: (Per Resident Staff)
(Per Bed)

Hotels:
(Per Bedroom, No Restaurant)

Institutions:
(Per Resident)

Laundries (Self-Service): (Per Machine)

Marinas:
(Per Slip)

Mobile Homes:
3 Persons Each (Per Person)

Motels:
(Per Unit, No Restaurant)

Nursing Homes: (Per Bed)
(Per Bed, With Laundry)

Offices, Small Stores, Business, Administration
Buildings: (Per Person, No Restaurant)
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(Hydraulic
Loading) Gallons
Per Day

(ADF)

50

15
450

25
35
40
45

200

100
200

100

100

400

30

100

100

100
150

25

(Organic
Loading) Lbs.
BODs

Per Day

0.03
0.02

0.10

0.03
0.8

0.06
0.08
0.10
0.12

0.03

0.40

0.17
0.30

0.17

0.17

0.68

0.09

0.17

0.17

0.17

1 0.20

0.05



Type of Establishment (Hydraulic Loading) (Organic

Gallons Per Day Loading) Lbs.
BODs
(ADF) Per Day
Picnic Parks:
Average Attendance (Per Person) 10 0.06
Prison/Jail: (Per Employee
( ployee) 15 0.3

(Per Inmate) 125 0.3
Residences:
4 Persons Each (Per Person) 100 0.17
With Garbage Disposal Units (Per Residence) 100 0.23
Rest Area, Welcome Centers:
(Per Person) 5 0.03
(Per Person, With Showers) 10 0.04
Rest Homes:
(Per Bed) 100 0.17
(Per Bed, With Laundry) 150 0.20
Restaurants:
Fast Food Type (Not 24 Hours) (Per Seat) 40 0.12
24 Hour Restaurant (Per Seat) 70 0.20
Drive-In (Per Car Served) 40 0.12
Vending Machine, Walk-Up Deli (Per Person) 40 0.12
Schools, Day Care: (Per Person)

10 0.04
(Per Person, With Cafeteria) 15 0.05
(Per Person, With Cafeteria, Gym and Showers) Service 20 0.06
Stations:
(Per Employee) 10 0.06
(Per Car Served) 10 0.06
Car Wash (Per Car Washed) 75 0.03
Shopping Centers, Large Department Stores, Malls: 200 0.40
(Per 1,000 sq. ft. space, No Restaurant) '
Stadiums, Coliseums:
(Per Seat, No Restaurant) 5 0.03
Swimming Pools: (Per Person, with Sanitary Facilities &

10 0.04
Showers)
Theaters:
Indoor (Per Seat) 5 0.03
Drive-In (Per Stall) 5 0.03

The above guidelines may either be increased or decreased as determined by this Department. For all
new systems, the above guidelines (at a minimum) must be used except where there exists by local
ordinance or other acceptable means the requirements on the use of water saving devices, then the
Department may allow the use of 75% of these loadings.

However, a reduction in these loadings may be granted provided that:

1. Consideration to other unit contributory loadings may be granted when properly substantiated by the
Consulting Engineer in their engineer report for a new wastewater treatment facility.
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2. For existing systems that were designed using these guidelines, a reduction may be granted to the
wastewater treatment facility when supported with proper documentation. Ideally, the proper
documentation should be continuously monitored flow at the wastewater treatment facility for several
years, including dry and wet years as determined by rainfall data, when the wastewater treatment
facility is at or near actual design capacity. Wastewater treatment facility with a design capacity of
100,000 gpd or less should be at 75% design capacity (actual flow); Whereas, a wastewater
treatment facility larger that 100,000 gpd should be at 50% design capacity (actual flow). Obviously,
ideal conditions do not exist all the time. Therefore, subjective decisions have to be made on what is
adequate flow data to justify a lowering of these loadings. Some of the factors that go into the
decision are the types of flow measurement, (i.e. actual water use records from specific projects are
not acceptable), frequency of the flow measurement, accuracy of the data, time period covered,
actual flow at the wastewater treatment facility compared to the design capacity of the wastewater
treatment facility, percent build-out of the project(s) and/or regional sanitary sewer system(s)
discharging to the wastewater treatment facility, age of the collection system discharging to the
wastewater treatment facility in question, and not a particular project unit contributory loading, if
approved, would be made to the wastewater treatment facility in question, and not a particular project
or development discharging to the wastewater treatment facility. If approved, the reduction in the unit
contributory loadings would be approved for all future projects discharging to the wastewater
treatment facility.

Further, the owner of the wastewater treatment facility must make the request for a reduction in the unit
contributory loading, by submitting the previously stated information. The decision to reduce these
loadings will be made by this Department on a case-by-case basis.


















Mount Pleasant Waterworks

Guidelines for Development

SECTION 6.0 — GLOSSARY

Commission:

The Commissioners of Public Works, Town of Mount Pleasant (a/k/a
Mount Pleasant Waterworks [MPW]) and its delegates.

Contractor:

A person, firm, corporation, or other legal entity licensed to perform
construction by the State of South Carolina Licensing Board for
Contractors.

Development:

Property improved for commercial, industrial, or residential purposes.

Developer: Person, firm, corporation, or other legal entity improving property for
commercial, industrial, or residential purposes.

Easement: A right afforded to MPW to use another’s real property to access the
infrastructure for maintenance or construction activities.

Effluent: Wastewater that has been treated.

Engineer: A person currently registered as a Professional Engineer with the South

Carolina Board of Registration for Professional Engineers and Land
Surveyors, Division of Professional and Occupational Licensing, South
Carolina Department of Labor, Licensing and Regulation.

Fire Flow Test:

A test to determine the pressure and the amount of available flow in the
distribution system. A standard flow test is considered to include a
static/residual hydrant and one flow hydrant, or that number of flow
hydrants/nozzles required to achieve the 10 psi pressure drop specified
in AWWA Manual M17.

Impact Fee:

A fee paid to MPW to recover identified costs associated with providing
water and wastewater service facilities, including but not limited to water
treatment plants, storage facilities, pumps, and distribution mains;
wastewater collection, transmission, storage, and treatment and disposal
facilities; and other capital equipment with expected lives of 10 years or
more.

Land Surveyor:

A person currently registered as a Land Surveyor with the South
Carolina Board of Registration for Professional Engineers and Land
Surveyors, Division of Professional and Occupational Licensing, South
Carolina Department of Labor, Licensing and Regulation.

Lot:

A single parcel or tract of land as part of a subdivision or a tract of land
of less than five acres intended to be used as a building site.

Model Home:

A speculative house that will be marketed to the general public and is
not a custom or contract house for ultimate ownership or occupancy by
any currently identified person, company or entity.

Non-Domestic Questionnaire:

An informational form which must be completed by any business/person
who discharges or requests to discharge non-domestic wastewater into
the public collection system.

Parcel:

A portion or plot of land, usually a division of a larger area.

Plat:

A drawing showing an actual subdivision.
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